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STEAM TRAP MONITORING SYSTEM, INSULATION AND PIPING UPGRADES
COLD REPLACE
COPPER REPIPE
STEAM TRAP DRAWING TRAP REMOVE REPAIR STEAM/ STEAM SERVICE RELOCATE REMOVABLE
) } NO WORK TRAP HARD PIPE
TRAP TAG LOCATION REFERENCE NO. | AREA ﬁwwm mw_mw\ TRAP RWM _w_rw__w\__uo & 1pIN mwm__w,_,\\_mm%a COND REMARKS REQUIRED | MONIToR | REPLACE/ | TRAP& | CONDENSATE | TRAP cv_/__“_vwzmm VACUUM | STRAINER omrw/mﬂ_wwwm TRAPSTO | INSULATION | NER2 TP MISC.
NO. LOCATION REPAIR PIPING LEAK DEDUCT BREAKERS OUTSIDE AHUS JACKETS
DEDUCT ALT PIPE
ALT NO. 1
NO. 2
. HEAT STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL #5RK-SA-15 REPAIR KIT. NEW TAG. HEAT EXCHANGER SHELL NEED
410A NEW LAB PENTHOUSE AC-56 HEAT EXCHANGER 3-2-6 6 F 3 2" SPIRAX FT-15 15M EXCHANGER OK INSULATION 5FT OF 10" INSPECTED 8/2/12. NOTE 1
411 NEW LAB PENTHOUSE AC-56 FLASH TANK 3-2-6 6 F 2 3/4" WATSON MCD FT-3 15 FLASH TANK OK STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL 1FP-WM-15 FACE PLATE REPAIR KIT. NEW TAG. INSPECTED 8/2/12. X
STEAM MAIN STEAM TRAP OK. (SHOULD HAVE Y-STRAINER TO PROTECT STEAM TRAP). WHEN WORN, REPLACE STEAM TRAP WITH 3/4" SPIRAX B1H125
412 NEW LAB PENTHOUSE AC-56 H.P. DRIP 3-2-6 6 F 3 3/4" SPIRAX FA-150 115 DRIP OK/LK | OR ARMSTRONG 881-125 INVERTED BUCKET STEAM TRAP. 6" GLOBE VALVE LEAKS STEAM AT FLANGE OUTLET, REPAIR. NEW TAG. X X X
INSPECTED 8/2/12.
413 NEWLAB PENTHOUSE PRV L.P. DRIP 3-26 6 F 2 3/4" SPIRAX FT-15 12 mqmw__w\____w\_zz OK | STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL 1FP-SA-15 FACE PLATE REPAIR KIT. NEW TAG. INSPECTED 8/2/12. X
NEW LAB PENTHOUSE PRV H.P. DRIP 3-2-6 . STEAM MAIN STEAM TRAP OK. WHEN WORN, REPLACE STEAM TRAP WITH 3/4" SPIRAX B1H-125 OR 3/4" ARMSTRONG #800-125 INVERTED BUCKET STEAM
— 414 6 D 2 3/4" SPIRAX TDS2L 115 DRIP OK TRAP. NEW TAG. INSPECTED 8/2/12. X X
415 BASEMENTMECH RM BF-467, AC-26 STEAM COIL 3-B-1 1 F 1 1.5" NICHOLSON FTN-15 15M STEAM COIL OK STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL 4RK-SA-15 STEAM TRAP REPAIR KIT. NEW TAG. INSPECTED 8/2/12. NOTE 2 X
BASEMENTMECH RM BF-467, AC-26 STEAM COIL 3-B-1
416 SUPPLY DRIP 1 B 12 3/4" NICHOLSON 81S 15 mqmm;m\___w\_zz OK STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP WITH ARMSTRONG 811 PCA, 1/8" ORIFICE, BODY GASKET. NEW TAG. INSPECTED 8/2/12. X
BASEMENTMECH RM BF-467, SUPPLY DRIP TO 3-B-1 STEAM MAIN
417 1 B 1 3/4" NICHOLSON 81S 40 OK STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP WITH ARMSTRONG 811 PCA, 1/8" ORIFICE, BODY GASKET. NEW TAG. INSPECTED 8/2/12. X
SPIRAX PUMPING TRAP DRIP
BASEMENT RESEARCH EQUIP. RM BF467 AC-26 3-B-1
418 PUMPING TRAP ’ p ] SPIRAX 1x1 PP PUMP TRAP 20 | PUMPING TRAP oK PUMP TRAP HAS HARD INSULATION. NEEDS TO BE RE-PIPED FOR PROPER HEAD REQUIREMENTS TO FUNCTION TO CAPACITY. NEW TAG. X X NOTE 2
INSPECTED 8/2/12.
NEW MRI XRAY PENTHOUSE AC-6 STEAM COIL 3-2-8
419 8 F 1 3/4" HOFF FTO15H 12M STEAM COIL OK STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP TUNSTALL #6FP-HF-15 FACE PLATE KIT. NEW TAG. INSPECTED 8/2/12. X
NEW MRI XRAY PENTHOUSE AC-6 HEAT 3-2-8 STEAM MAIN
420 EXCHANGER DRIP 8 F 3 3/4" SPIRAX FT-15 12 DRIP oK STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE PLATE KIT. NEW TAG. INSPECTED 8/2/12. X
NEW MRI XRAY PENTHOUSE AC-6 HEAT 3-2-8 , HEAT
421 EXCHANGER 8 F 1 1" HOFF FTO15H 12M EXCHANGER OK STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP TUNSTALL #7FP-HF-15 FACE PLATE KIT. NEW TAG. INSPECTED 8/2/12. X
422 m_w.mmmm _Hm ,“<mm BASEMENT B LEVEL MECH RM 3-B-3 8 F 4 2" SPIRAX FTB-30 10M mxoﬂ_w/ﬂ_mmx OK STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP WITH 2" SPIRAX FTB-30 F&T STEAM TRAP REPAIR KIT. NEW TAG . INSPECTED 8/83/12. X
CARES TOWER BASEMENT B LEVEL MECH RM 3-B-3 , STEAM MAIN
] 423 BF-192 LOW PRESSURE DRIP 8 F 2 3/4" SPIRAX FT-15 12 DRIP OK STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE PLATE KIT. NEW TAG. INSPECTED 8/8/12. X
CARES TOWER BASEMENT B LEVEL MECH RM 3-B-3 . STEAM MAIN
424 BF-192 MEDIUM PRESSURE DRIP 8 F 2 3/4" SPIRAX FT-30 25 DRIP OK STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP TUNSTALL #1FP-SA-30 FACE PLATE KIT. NEW TAG. INSPECTED 8/8/12. X
CARES TOWER BASEMENT B LEVEL MECH RM 3-B-3 , STEAM MAIN
425 BF-192 MEDIUM PRESSURE DRIP 8 F 2 3/4" SPIRAX FT-30 25 DRIP oK STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP TUNSTALL #1FP-SA-30 FACE PLATE KIT. NEW TAG. INSPECTED 8/8/12. X
CARES TOWER BASEMENT B LEVEL MECH RM 3-B-3 . STEAM MAIN
426 BF-192 LOW PRESSURE DRIP 8 F 2 3/4" SPIRAX FT-15 12 DRIP OK STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE PLATE KIT. NEW TAG. INSPECTED 8/8/12. X
CARES TOWER BASEMENT B LEVEL MECH RM 3-B-3 . HEAT STEAM TRAP COLD OUT OF SERVICE. IF REQUIRED, REPAIR STEAM TRAP WITH 2" SPIRAX FTB-30 F&T STEAM TRAP REPAIR KIT. NEW TAG .
427 BF-192 HX-2 8 F 4 2" SPIRAX FTB-30 T0M | ExCHANGER CO | |\NSPECTED 8/83/12. X X
CARES TOWER BASEMENT B LEVEL MECH RM 3-B-3 HEAT S o o S S " c o 4 c S
428 BF-192 HWT-1 8 . ) 1 5" HOFF FT030H.6 10M OKILK TEAM TRAP OK. WHEN WORN, REPAIR __am>_<_ TRAP WITH TUNSTALL #9FP-HF-30 FACE PLATE KIT. HOFFMAN #62 VACUUM BREAKER LEAK X X
EXCHANGER STEAM REPLACE WITH TUNSTALL VB-1/2" STEAM SERVICE VACUUM BREAKER. NEW TAG. INSPECTED 8/8/12.
CARES TOWER BASEMENT B LEVEL MECH RM 3-B-3 , STEAM MAIN
429 BF-192 HWT-1 DRIP TRAP 8 F 2 3/4" SPIRAX FT-30 25 DRIP TRAP oK STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP TUNSTALL #1FP-SA-30 FACE PLATE KIT. NEW TAG. INSPECTED 8/8/12. X
CARES TOWER BASEMENT B LEVEL MECH RM 3-B-3 . STEAM MAIN
430 BF-192 HWT-2 DRIP TRAP 8 F 2 3/4" SPIRAX FT-30 25 DRIP TRAP OK STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP TUNSTALL #1FP-SA-30 FACE PLATE KIT. NEW TAG. INSPECTED 8/8/12. X
CARES TOWER BASEMENT B LEVEL MECH RM 383 HEAT TEAM TRAP WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL #9FP-HF-30 FACE PLATE KIT. HOFFMAN #62 VACUUM BREAKER LEAK
430A BF-192 HWT-2 HEAT EXCHANGER 8 F 2 1.5" HOFF FT030H-6 10M okILK |3 OK. ORN, S UNS #OFP-HF-30 FAC HO #62 VACUU S X X X
EXCHANGER STEAM REPLACE WITH TUNSTALL VB-1/2" STEAM SERVICE VACUUM BREAKER. NEW TAG. INSPECTED 8/8/12.
ATRIUM PENTHOUSE AC-54 HUMIDIFIER MIDDLE 3-PH-3 STEAM TRAP OK. (STEAM TRAP INSIDE AHU). WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL 1RK-15-B3 REPAIR KIT. SHOULD RELOCATE
431 3 F 2 3/4" ARMSTRONG 15-B3 10 HUMIDIFEIR OK STEAM TRAP OUTSIDE OF AHU FOR EASE OF MAINTENANCE. CONDENSATE WASTED TO DRAIN. NEW TAG. INSPECTED 8/9/12. X
ATRIUM PENTHOUSE AC-34 HUMIDIFIER MIDDLE 3-PH-3 STEAM TRAP OK. (STEAM TRAP INSIDE AHU). WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL 1RK-15-B3 REPAIR KIT. SHOULD
432 3 F 1 3/4" ARMSTRONG 15-B3 10 | HUMIDIFEIR OK | RELOCATE STEAM TRAP OUTSIDE OF AHU FOR EASE OF MAINTENANCE. CONDENSATE WASTED TO DRAIN. NEW TAG. INSPECTED 8/9/12. X
ATRIUM PENTHOUSE AC-54 HUMIDIFIER WEST 3-PH-3 STEAM TRAP OK. (STEAM TRAP INSIDE AHU). WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL 1RK-15-B3 REPAIR KIT. SHOULD RELOCATE
433 3 F 1 3/4" ARMSTRONG 15-B3 10 HUMIDIFEIR OK STEAM TRAP OUTSIDE OF AHU FOR EASE OF MAINTENANCE. CONDENSATE WASTED TO DRAIN. NEW TAG. INSPECTED 8/9/12. X X
ATRIUM PENTHOUSE AC-54 HUMIDIFIER WEST 3-PH-3 STEAM TRAP OK. (STEAM TRAP INSIDE AHU). WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL 1RK-15-B3 REPAIR KIT. SHOULD RELOCATE
434 3 F 1 3/4" ARMSTRONG 15-B3 10 | HUMIDIFEIR OK | STEAM TRAP OUTSIDE OF AHU FOR EASE OF MAINTENANCE. CONDENSATE WASTED TO DRAIN. NEW TAG. INSPECTED 8/9/12. X
ATRIUM PENTHOUSE AC-54 HUMIDIFIER MIDDLE 3-PH-3 STEAM MAIN STEAM TRAP OK. (STEAM TRAP INSIDE AHU). WHEN WORN, REPAIR STEAM TRAP WITH ARMSTRONG 811 PCA, 1/8" ORIFICE REPAIR KIT AND
435 3 B 6 3/4" ARMSTRONG 811 10 DRIP OK BODY GASKET. SHOULD RELOCATE STEAM TRAP OUTSIDE OF AHU FOR EASE OF MAINTENANCE. CONDENSATE ELEVATED 18". NEW TAG. X
INSPECTED 8/9/12.
ATRIUM PENTHOUSE AC-54 HUMIDIFIER MIDDLE 3-PH-3 STEAM MAIN STEAM TRAP OK. (STEAM TRAP INSIDE AHU). WHEN WORN, REPAIR STEAM TRAP WITH ARMSTRONG 811 PCA, 1/8" ORIFICE REPAIR KIT AND
436 3 B 6 3/4" ARMSTRONG 811 10 DRIP OK BODY GASKET. SHOULD RELOCATE STEAM TRAP OUTSIDE OF AHU FOR EASE OF MAINTENANCE. CONDENSATE ELEVATED 18'. NEW TAG. X
INSPECTED 8/9/12.
ATRIUM PENTHOUSE AC-54 S. STEAM COIL TRAP 3-PH-3 2 5" NICHOLSON MAX FLO STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP WITH NICHOLSON #5819101 LEVER AND VALVE KIT, THERMOSTATIC ELEMENT AND
437 3 F 7 . 10M STEAM COIL OK/LK | COVER GASKET. NEEDS TUNSTALL VB-1/2" STEAM SERVICE VACUUM BREAKER. 4" UPPER LEVEL GATE VALVE LEAKS STEAM, REPAIR. NEW X X
HC15J
TAG. INSPECTED 8/9/12.
— ATRIUM PENTHOUSE AC-55 HUMIDIFIER MIDDLE 3-PH-3 STEAM TRAP OK. (STEAM TRAP INSIDE AHU). WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL 1RK-15-B3 REPAIR KIT. SHOULD HAVE
438 3 F 1 3/4" ARMSTRONG 15-B3 10 HUMIDIFEIR OK Y-STRAINER TO PROTECT STEAM TRAP. SHOULD RELOCATE STEAM TRAP OUTSIDE OF AHU FOR EASE OF MAINTENANCE. CONDENSATE X X
WASTED TO DRAIN. NEW TAG. INSPECTED 8/9/12.
ATRIUM PENTHOUSE AC-55 HUMIDIFIER MIDDLE 3-PH-3 STEAM TRAP OK. (STEAM TRAP INSIDE AHU). WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL 1RK-15-B3 REPAIR KIT. SHOULD HAVE
439 3 F 1 3/4" ARMSTRONG 15-B3 10 HUMIDIFEIR OK Y-STRAINER TO PROTECT STEAM TRAP. SHOULD RELOCATE STEAM TRAP OUTSIDE OF AHU FOR EASE OF MAINTENANCE. CONDENSATE X X
WASTED TO DRAIN. NEW TAG. INSPECTED 8/9/12.
ATRIUM PENTHOUSE AC-55 HUMIDIFIER WEST 3-PH-3 STEAM TRAP OK. (STEAM TRAP INSIDE AHU). WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL 1RK-15-B3 REPAIR KIT. SHOULD HAVE
440 3 F 1 3/4" ARMSTRONG 15-B3 10 HUMIDIFEIR OK Y-STRAINER TO PROTECT STEAM TRAP. SHOULD RELOCATE STEAM TRAP OUTSIDE OF AHU FOR EASE OF MAINTENANCE. CONDENSATE X X
WASTED TO DRAIN. NEW TAG. INSPECTED 8/9/12.
ATRIUM PENTHOUSE AC-55 HUMIDIFIER WEST 3-PH-3 STEAM TRAP OK. (STEAM TRAP INSIDE AHU). WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL 1RK-15-B3 REPAIR KIT. SHOULD HAVE
441 3 F 1 3/4" ARMSTRONG 15-B3 10 HUMIDIFEIR OK Y-STRAINER TO PROTECT STEAM TRAP. SHOULD RELOCATE STEAM TRAP OUTSIDE OF AHU FOR EASE OF MAINTENANCE. CONDENSATE X
WASTED TO DRAIN. NEW TAG. INSPECTED 8/9/12.
ATRIUM PENTHOUSE AC-55 HUMIDIFIER 3-PH-3 STEAM MAIN STEAM TRAP OK. (STEAM TRAP INSIDE AHU). WHEN WORN, REPAIR STEAM TRAP WITH ARMSTRONG 811 PCA, 1/8" ORIFICE REPAIR KIT AND
442 3 B 6 3/4" ARMSTRONG 811 10 DRIP OK BODY GASKET. SHOULD RELOCATE STEAM TRAP OUTSIDE OF AHU FOR EASE OF MAINTENANCE. CONDENSATE ELEVATED 18". STEAM X
PIPING NOT INSULATED. NEW TAG. INSPECTED 8/9/12.
ATRIUM PENTHOUSE AC-55 HUMIDIFIER 3-PH-3 STEAM MAIN STEAM TRAP OK. (STEAM TRAP INSIDE AHU). WHEN WORN, REPAIR STEAM TRAP WITH ARMSTRONG 811 PCA, 1/8" ORIFICE REPAIR KIT AND
443 3 B 6 3/4" ARMSTRONG 811 10 DRIP OK BODY GASKET. SHOULD RELOCATE STEAM TRAP OUTSIDE OF AHU FOR EASE OF MAINTENANCE. CONDENSATE ELEVATED 18". STEAM X
PIPING NOT INSULATED. NEW TAG. INSPECTED 8/9/12.
ATRIUM PENTHOUSE AC-55 S. STEAM COIL TRAP 3-PH-3 . STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL RK-WM-FT-8 REPAIR KIT. NEEDS TUNSTALL VB-1/2" STEAM SERVICE
444 3 F 3 2" WATSON MCD FT8-75 10M STEAM COIL OK VACUUM BREAKER AT COIL OUTLET. NEW TAG. INSPECTED 8/9/12. X X
ATRIUM PENTHOUSE AC-54 S. UNIT HEATER 3-PH-3 . STEAM COIL OK. WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL #1FP-SA-15 FACE PLATE KIT. NEEDS TUNSTALL VB-1/2" STEAM
] 445 3 F 15 3/4" NICHOLSON FTN-15 10M [ UNIT HEATER OK SERVICE VACUUM BREAKER AT COIL OUTLET. NEW TAG. INSPECTED 8/9/12. X X
ATRIUM PENTHOUSE AC-54 S. SUPPLY DRIP 3-PH-3 STEAM MAIN
446 3 F 16 3/4" NICHOLSON FTN-15 10 DRIP oK STEAM COIL OK. WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL #1FP-SA-15 FACE PLATE KIT. NEW TAG. INSPECTED 8/9/12. X
ATRIUM PENTHOUSE AC-55 N. SUPPLY DRIP 3-PH-3 STEAM MAIN
447 3 F 16 3/4" NICHOLSON FTN-15 10 DRIP OK STEAM COIL OK. WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL #1FP-SA-15 FACE PLATE KIT. NEW TAG. INSPECTED 8/9/12. X
448 ATRIUM PENTHOUSE AC-55 N. UNIT HEATER 3-PH-3 3 F 14 3/4" WATSON MCD FT65 1oM | UNIT HEATER co STEAM TRAP COLD OUT OF SERVICE AND VALVED OFF. IF REQUIRED, REPAIR STEAM TRAP WITH TUNSTALL #1FPI-WM-15 REPAIR KIT. X X X
INLINE SHOULD HAVE Y-STRAINER TO PROTECT STEAM TRAP. NEW TAG. INSPECTED 8/9/12.
ATRIUM PENTHOUSE AC-54 PRV L.P. DRIP 3-PH-3
449 3 F 9 3/4" NICHOLSON FTN-15 10 mqmww\___w\_zz OK | STEAM COIL OK. WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL #1FP-SA-15 FACE PLATE KIT. NEW TAG. INSPECTED 8/9/12. X
ATRIUM PENTHOUSE AC-54 PRV H.P. DRIP 3-PH-3 STEAM MAIN
450 3 F 9 3/4" NICHOLSON FTN-75 25 DRIP OK STEAM COIL OK. WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL #1FP-SA-75 FACE PLATE KIT. NEW TAG. INSPECTED 8/9/12. X
NOTES: COLUMN REFERENCE NOTES:
@ FURNISH AND INSTALL AN ACOUSTIC WIRELESS STEAM TRAP MONITORING SENSOR PER SPECIFICATIONS.
1. RAISE HEAT EXCHANGER AND TRAP ASSEMBLY TO AN ELEVATION ABOVE @ FURNISH AND INSTALL NEW STEAM VACUUM BREAKERS IN ACCORDANCE WITH THE REMARKS COLUMN.
THE INLET TO ADJACENT CONDENSATE PUMP RECEIVER, APPROXIMATELY 3’ @ REPLACE OR REPAIR STEAM TRAP IN ACCORDANCE WITH DESCRIPTION IN REMARKS COLUMN. ® FURNISH AND INSTALL NEW Y-STRAINERS BETWEEN SHUT-OFF VALVE AND INLET TO STEAM TRAP
RECONNECT STEAM SUPPLY AND HWS & HWR CONNECTIONS. INSULATE ® REMOVE STEAM TRAP AND ALL ABANDONED CONDENSATE PIPING TO A POINT WHERE THE CONDENSATE LINE IS LIVE. CAP. .
HEAT EXCHANGER & ALL PIPING. © REPIPE ELEVATED CONDENSATE PIPING AT LOCATIONS NOTED. SEE DETAILS ON DRAWINGS { 3-PH-4 | 4-02 | 4-03 | 4-04 | 4-05 }
2. REPLACE EXISTING TRAP #418 WITH NEW PUMP TRAP. REMOVE EXISTING @ REPAIR STEAM/CONDENSATE LEAK IN ACCORCANCE WITH DESCRIPTION IN REMARKS COLUMN. ®
NO WORK REQUIRED
PRESSURE CONDENSATE PUMP & PIPING. CAP LINES. INSULATE BARE PIPE. B COLD STEAM TRAPS: REPAIR THE VALVES, CONTROLS ETC. AS DESCRIBED IN THE REMARKS COLUMN. INVESTIGATE AND DETERMINE THE REASON FOR ANY OTHER NON-FUNCTIONING STEAM TRAP
] THAT WERE FOUND TO BE COLD. FIX ALL ITEMS FOUND TO BE NEEDING REPAIR. (FOR PURPOSES OF THIS BID ASSUME THE CONTROL VALVES REQUIRE REPAIR OR REPLACEMENT.) DEDUCT ALTERNATE @ NO WORK REQUIRED
NO.1. @ NO WORK REQUIRED
® REPLACE THE EXISTING COPPER PIPING WITH NEW STEEL PIPE AND REPLACE THE EXISTING DIELECTRIC UNIONS AND NIPPLES WITH EQUIVALENT SIZES. SEE THE REMARKS COLUMN FOR REQUIRED @ MISCELLANEOUS
WORK. SEE THE SPECIFICATIONS FOR THE REQUIRED MATERIALS AND FITTINGS. INSULATE ALL NEW & EXISTING BARE PIPE. DEDUCT ALTERNATE NO. 2.
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